5 INSTALL 900-2RS OPTION BOARD (IF REQUIRED)
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ADANGER:

Ensure AC breaker is turned off w
installing or wiring option board
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6 CONNECT WIRING TO 900-2RS OPTION BOARD

120/240

Individual Mode - Typicat Wiring

Input 11 will activate output 1

7 IF PS-914 HAS OTHER OPTION BOARDS, SEE THEIR INSTRUCTIONS
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m Piug 2RS Cable into any
Available Option Connector
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m Secure Board with Screws

Note: 24VDC output setting required

If installing board in location 2, rotate board 180"
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